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0 Messages U2 SA Flow Secondary

Pulv Pulv PA / SA DAMPER WB

on/off D/P      Position     Press

E ON          :12.7       7:1.5          6:1.3%       2.2

Air flow

SA FLOW

Average

87.

A ON :12.5 77.5 56.9% 2.0 82.

F ON :12.7 68.2 6:1.2% 2.:1 88.

B ON :12.9 64.5 56.9% :1.6 85.

(Total Ai~7.0 %) Coal FIow352.gTPH

D ON 9.0 63.6 60.9% 2.:1 88.

H ON 9.6 86.:1 57.2% 2.0 83.

C ON :10.6 68.4 6:1.3% 2.3 87.

Burner SA

2E6 2E5

82.    95.

2A6 2A5

78.    62.

2F6 2F5

9:1. 97.

286 2B5

92. 93.

FRONT

G ON     0.0 68.8    57.0% :1.9 84.

PA Duct Pr43.8 INWC 02 % 2.58 E/ 3.25W

SA Duct Pr2.3 E/2.5 W NOx O.351b/mBtu

26-Apt-04

Flow

2E4

89.

2A4

86.

2F4

83.

2B4

78.

Measurment

2E3

87.

2A3

86.

2F3

89.

2B3

96.

2E2

84.

2A2

97.

2F2

83.

2B2

6:1.

WALL (looking

:15:5~:48

Unit 2

2D6

89.

2H6

84.

2C6

88.

266

79.

2D5

89.

2H5

80.

2C5

88.

2G5

79.

REAR

2D4

88.

2H4

8:1.

2C4

80.

264

87.

WALL

2D3

83.

2H3

90.

2C3

84.

263

79.

(lookinc

2E:1
79.

2A:1

8:1.

2F:1

83.

2B:1

85.

North)

2D2

92.

2H2

80.

2C2

93.

2G2

90.

North)

2D:1

86.

2H:1

77.

2C:1

87.

26:1

87.

SA WB Temp 689. E/ 693. W Load 903. MW

EndTim= 26-Apt-04:15:5:1:48 /EvalTim= 26-Apt-04:15:5:1"48 /PanRate: 0


